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PIPE CLAMP W/ SHORT PERF. PLATE, PIPES ≤ 2”

INTENDED USE
Pipe Clamp to keep pipe in place. Allows for 
vertical adjustments due to slotted holes and 
horizontal adjustments due to off-center holes 
when square hole channels are used. Primarily 
for CH50 channels.

INSTRUCTION FOR USE
Position the bottom part of the clamp with 
the perforated plated directly below the pipe. 

Remember that by rotating the clamp 180°, 
you get a 6 mm offset on a per hole basis. 
 
Add two M10 bolts in the precut holes, 
adjust the plate as desired then tighten with 
two nuts securely.  
 
Add top part of pipe clamp to the pipe and 
secure tightly.

Clamp installed on Channel positioned  
directly below the pipe.

Top part of clamp added and installed.

Pipe clamp 
starting point. 

Pipe Clamp 
rotated 180°, 
giving 6 mm 
step.

Pipe Clamp rotated 
another 180° and 
changed bolt holes. 

Pipe Support

https://www.oglaend-system.com/Rec_torque.pdf

